AUTHENTICATED
U.S. GOVERNMENT
INFORMATION

GPO

§7.68

(5) There shall be no water inside the
blasting unit enclosure, except for the
battery compartment.

§7.68 Firing line terminals test.

(a) Test procedures. (1) The contact re-
sistance through each firing line ter-
minal shall be determined.

(2) A 10-pound pull shall be applied to
a No. 18 gauge wire that has been con-
nected to each firing line terminal ac-
cording to the manufacturer’s instruc-
tions.

(b) Acceptable performance. (1) The
contact resistance shall not be greater
than 1 ohm.

(2) The No. 18 gauge wire shall not
become disconnected from either firing
line terminal.

§7.69 Approval marking.

Each approved blasting unit shall be
identified as permissible by a legible
and permanent marking securely at-
tached, stamped, or molded to the out-
side of the unit. This marking shall in-
clude the following:

(a) The assigned MSHA approval
number.

(b) The maximum blasting circuit re-
sistance.

(c) A warning that the unit’s compo-
nents must not be disassembled or re-
moved.

(d) The replacement battery types if
the unit has replaceable batteries.

(e) A warning placed next to the
charging connector that the battery
only be charged in a fresh air location
if rechargeable batteries are used.

(f) A warning that the unit is com-
patible only with detonators that
will—

(1) Fire when an average of 1.5 am-
peres is applied for 5 milliseconds;

(2) Not misfire when up to an average
100 amperes is applied for 10 milli-
seconds; and

(3) Not fire when a current of 250
milliamperes or less is applied.

§7.70 Post-approval product audit.

Upon request by MSHA, but not more
than once a year except for cause, the
approval holder shall make an ap-
proved blasting unit available for audit
at no cost to MSHA.
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§7.71 Approval checklist.

Each blasting unit bearing an MSHA
approval marking shall be accom-
panied by a description of what is nec-
essary to maintain the blasting unit as
approved.

[64 FR 48210, Nov. 21, 1989, as amended at 60
FR 33723, June 29, 1995]

§7.72 New technology.

MSHA may approve a blasting unit
that incorporates technology for which
the requirements of this subpart are
not applicable if the Agency deter-
mines that the blasting unit is as safe
as those which meet the requirements
of this subpart.

Subpart E—Diesel
tended for Use
ground Coal Mines

Engines In-
in Under-

SOURCE: 61 FR 55504, Oct. 25, 1996, unless
otherwise noted.

§7.81 Purpose and effective date.

Subpart A general provisions of this
part apply to this subpart E. Subpart E
establishes the specific engine perform-
ance and exhaust emission require-
ments for MSHA approval of diesel en-
gines for use in areas of underground
coal mines where permissible electric
equipment is required and areas where
non-permissible electric equipment is
allowed. It is effective November 25,
1996.

§7.82 Definitions.

In addition to subpart A definitions
of this part, the following definitions
apply in this subpart.

Brake Power. The observed power
measured at the crankshaft or its
equivalent when the engine is equipped
only with standard auxiliaries nec-
essary for its operation on the test bed.

Category A engines. Diesel engines in-
tended for use in areas of underground
coal mines where permissible electric
equipment is required.

Category B engines. Diesel engines in-
tended for use in areas of underground
coal mines where nonpermissible elec-
tric equipment is allowed.
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